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. THE LAYOUT REQUIREMENTS DESCRIBED IN THESE PLANS SHALL BE
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3. ALL AREAS OF THE BUILDING NOT COVYERED BY_NOTES HEREIN SHALL BE
FULLY SPRINKLERED IN ACCORDANCE WITH SPECIFICATIONS, NFPA 13, 2010
ED. CITY OF FRESNO FIRE DEPARTMENT REQUIREMENTS, DEPARTMENT OF
VETERANS AFFAIRS FIRE PROTECTION DESIGN STANDARDS AND CODE =
REQUIREMENTS. :
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4. WHERE PLAN INDICATES EXPOSED‘FIRE SPRINKLERPIPING: DIRECTION OF
LAYOUT, ASSOCIATED CONNECTED FIRE SPRINKLER PIPING RUNNING IN
PERPENDICULAR DIRECTIONS SHALL BE INSTALLED ONLY IN CONCEAL.ED
LOCATIONS UNLESS IND!CATED OTHERW!sE
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B, INSTALLING CONTRACTOR TO FIELD VERIFY ALL EXISTING CONDITIONS AND
1S5 RESPONSIBLE FOR PREPARING A DESIG:N TO ACCOMMODATE ALL
EXISTING CONDITIONS.
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| '6.‘ EXPOSED FIRE SPRINKLER STSTEM F’IP!NG: SHALL BE RUN STRAlGHT AND
- TIGHT TO UNDERSIDE OF STRUCTURAL P‘IEMBERS AND SHALL NOT OFFSET
VERTICALLY TO DROP BELOlU BEAMS S :
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‘thAr'ee quarters inch = one ',foot

one foot
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